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EXISTING FAA CABLES
TO RWY 30 PAPI'S

3/C #6 XLP-USE 600V UG
* CABLE-IN'UD (2,906 LF.)

4" DIRECTIONAL BORE DUCT (AR110014)
 STA. 272+86.50 (170 LF.) (RWY 12-30)
e

FAA PAPI'S LOCATED IN ms/
AREA, (NOT SHOWN). CONTACT
FAA FOR ASSISTANCE. IN

LOCATING FAA CABLES.

/ EXISTING ELECTRIC
+ UTILITY UG PRIMARY

7 DE265 )

[

BY

THE LOCATION, SIZE AND TYPE QF MATERIAL OF EXISTING UNDERGROUND UTILITIES )
INDICATED ON THE PLANS IS NOT REPRESENTED AS BEING ACCURATE, SUFFICIENT OR
COMPLETE. [T SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO DETERMINE THE
ACTUAL LOCATION OF ALL SUCH FACILITIES, INCLUDING SERVICE CONNECTIONS TO

. UNDERGROUND UTILITIES.  PRIOR TO CONSTRUCTION, THE CONTRACTOR SHALL NOTIFY
% THE UTILITY COMPANIES OF HIS OPERATIONAL PLANS AND SHALL OBTAIN FROM THE

N\ RESPECTIVE UTILITY COMPANIES DETAILED INFORMATION AND ASSISTANCE RELATIVE TO

N\ THE LOCATION OF THEIR FACILTIES AND THE WORKING SCHEDULE OF THE COMPANIES
('{: FOR REMOVAL OR ADJUSTMENT WHERE REQUIRED. IN THE EVENT AN UNEXPECTED
SN UTILITY INTERFERENCE IS ENCOUNTERED DURING CONSTRUCTION, THE CONTRACTOR

SHALL IMMEDIATELY NOTIFY THE UTILITY COMPANY OF JURISDICTION. THE ENGINEER

SHALL ALSO BE IMMEDIATELY NOTIFIED. ANY SUCH MAINS AND SERVICES SHALL BE
RESTORED TO SERVICE AT ONCE AND PAID FOR BY THE CONTRACTOR AT NO
\ADDI’HONAL COST TO THE CONTRACT. J

CALL JULLE, FOR UTILITY INFORMATION AT 1-800-892-0123, CONTACT AIRPORT
PERSONNEL FOR ASSISTANCE IN LOCATING AIRPORT CABLES. CONTACT FAA FOR
ASSISTANCE IN LOCATING FAA CABLES

[ SUMMARY OF PROPOSED QUANTITIES (THIS SHEET) )

EXISTING FAA CABLES TEM
TO RWY 24 VASI'S NUMBeR | DESCRIPTION UNIT | QUANTITY
. /®\ PROPOSED WIND CONE LOCATION AR107408 | L-806 WIND CONE 8" LIGHTED EA 2
~ STA. 393+56.42, 250' RT, AR108656 | 3/C #6 600V UG CABLE IN UD LF. 3,550
{RWY 6-24) AR110014 | 4" DIRECTIONAL BORE LF. 170
ARBO0SB0 | ELECTRIC SERVICE FOR RWY 24 AND RWY 30 WIND CONES| L.S. 1
3/C #6 X.P-USE 600V UG \_ Y,

CABLE IN UD (644 LF.)

WIND_CONE NOTES

THE PROPOSED WIND CONES SHALL BE INSTALLED AS SHOWN ON THIS SHEET & THE
"WIND CONE ELEVATION DETAIL” SHEET, AND IN ACCORDANCE WITH THE SPECIAL
PROVISIONS.

COORDINATE NEW ELECTRIC SERVICE WITH THE SERVING ELECTRIC UTILITY COMPANY
(AMEREN (P, 2460 N. JASPER ST. MC H~15, DECATUR, IL 62526, ATIN MS. TAMMIE
HAUGERUD, SENIOR ENGINEERING REP, PHONE: 217-425-6032, CELL PHONE:

SEE "ELECTRIC UTILITY SERVICE
SITE LAYOUT" DETAIL THIS SHEET
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217-412~6455, FAX: 217-424-7012)

LEGEND

EXISTING PAVEMENT
PROPOSED DUCT

PROPOSED 3/C #6 XLP-USE 600V UG
CABLE IN UD — AR108656

® PROPOSED SUPPLEMENTAL WIND CONE.
“““““ EXISTING ELECTRICAL CABLES

EXISTING UNDERGROUND ELECTRICAL
CABLES (FAA, UTILITY, ETC.)
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PROPOSED WIND CONE LOGATION o EZE
STA 276+59.24, 250° RT. o 255
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ELECTRICAL SITE PLAN FOR \, \ 2 = % NS
"RWY 24 & RWY 30 WIND CONES @ \/\ , EXISTING UTILITY PAD MOUNT XFMR h_|s g "
: o = {ES
NEW SERYCE EQUPT & STRUCTURE FOR . =W @ & §
WIND ON RWY 24 & RWY 30. 3 o o
(ARBO0580)  LOCATE 8’ TO 10" FROM ”/{ T EXIST. 4 x 4 POST WITH SERVICE o 100 200 400 o 3:( 83 =)
ELECTRIC, UTUTY GO, REQUREHENTS. - ALSo i PR A YIS o A Zo |ExE
COORDINATE LOCATION WITH ARPORT MGR. NQQl FULL SZE SCALE: }:f o = gz
NEW SERVICE «§_— EXIST. SUPPORT STRUCTURE WITH F SIZE SCALE: 1"= o2
CONDUCTORS IN CONDUT SERVICE FOR FAA PAP'S ON RWY 30 E 4
ELECTRIC UTILITY SERVICE SITE LAYOUT 99
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